NOTES

1. THE EXISTING LIGHT POLE IDENTIFICATION NUMBERS SHMALL BE REMOVED AND NEW POLE IDENTIFICATION
NUMBERS SHALL BE PROVIDED AS SHOWN ON THE PROPOSED LIGHTING PLANS AND LICHTING CONTROLLER

WIRING DIAGRAM. THIS WORK SHALL BE INCIDENTAL TO MAINTENANCE OF LIGHTING SYSTEM.
3 DiA. uUGC, GS, 121"

I8J: 3 NO, 4 8 | NO. 6 OND.
2. INSTALL LUMINAIRE SAFETY CABLE ASSEMBLY. DT (TP
3, THE CONTRACTOR IS TO INSTALL NEW LIGHTING CONTROLLER "M AND ASSOCIATED NEW CONNECTIONS TO Gahy 3 NG, 4 & | NO. § GND,
EXISTING ComED SERVICE POLE AND EXISTING LIGHTING CIRCUITS PRIOR YO REMOVAL OF EXISTING b 1747 DIA, Ul CTYRY
CONTROLLER, REMOVAL AND REINSTALLAION SHALL OCCUR ON SAME DAY SO SYSTEM REMAINS OPERATIONAL
AT ALL TIMES.

4. CONTRACTOR SHALL COORDINATE WITH COMED TO CONNMECT SERVICE
WIRE TO EXISTING TRANSFORMER., THE COST OF THE WORK SHALL BE
INCLUDED IM ELECTRIC SERVICE INSTALLATION ITEM.
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